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BUILDING PLAN NOTES
1. SEE UNIT PLANS AND EXTERIOR ELEVATIONS 

FOR ADDITIONAL WINDOW AND DOOR SIZES, 
WALL TYPES, CALLOUTS AND ADDITIONAL 
INFORMATION

2. PARTY WALLS - NO PIPING, DUCTS, WASHER 
BOXES, OR OTHER ITEMS OTHER THAN 
WIRING AND APPROVED ELECTRICAL BOXES 
SHALL BE INSTALLED IN PARTY WALLS.

3. PLUMBING - ALL WATER PIPING SHALL BE 
RUN IN INTERIOR WALLS AND JOIST SPACE 
BETWEEN FLOORS, NO PIPING SHALL BE 
INSTALLED IN EXTERIOR WALLS OR ATTIC 
SPACE, INCLUDING FIRE SPRINKLER PIPING.

4. 5/8" TYPE "X" GYP BD SHALL BE 
CONTINUOUS BEHIND TUB/SHOWER UNITS AT 
RATED WALLS, SEE DETAIL 4/A511.

5. GRID LINES AT PARTY WALLS ARE 
CENTERLINE OF WALL.  GRID LINES AT 
EXTERIOR WALLS ARE FACE OF STUDS 
UNLESS NOTED OTHERWISE.

6. SEE SHEETS A401 THRU A405 FOR UNIT 
PLANS AND OPTIONAL LAYOUT 
COORDINATION.
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BUILDING PLAN NOTES
1. SEE UNIT PLANS AND EXTERIOR ELEVATIONS 

FOR ADDITIONAL WINDOW AND DOOR SIZES, 
WALL TYPES, CALLOUTS AND ADDITIONAL 
INFORMATION

2. PARTY WALLS - NO PIPING, DUCTS, WASHER 
BOXES, OR OTHER ITEMS OTHER THAN 
WIRING AND APPROVED ELECTRICAL BOXES 
SHALL BE INSTALLED IN PARTY WALLS.

3. PLUMBING - ALL WATER PIPING SHALL BE 
RUN IN INTERIOR WALLS AND JOIST SPACE 
BETWEEN FLOORS, NO PIPING SHALL BE 
INSTALLED IN EXTERIOR WALLS OR ATTIC 
SPACE, INCLUDING FIRE SPRINKLER PIPING.

4. 5/8" TYPE "X" GYP BD SHALL BE 
CONTINUOUS BEHIND TUB/SHOWER UNITS AT 
RATED WALLS, SEE DETAIL 4/A511.

5. GRID LINES AT PARTY WALLS ARE 
CENTERLINE OF WALL.  GRID LINES AT 
EXTERIOR WALLS ARE FACE OF STUDS 
UNLESS NOTED OTHERWISE.

6. SEE SHEETS A401 THRU A405 FOR UNIT 
PLANS AND OPTIONAL LAYOUT 
COORDINATION.
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BUILDING PLAN NOTES
1. SEE UNIT PLANS AND EXTERIOR ELEVATIONS 

FOR ADDITIONAL WINDOW AND DOOR SIZES, 
WALL TYPES, CALLOUTS AND ADDITIONAL 
INFORMATION

2. PARTY WALLS - NO PIPING, DUCTS, WASHER 
BOXES, OR OTHER ITEMS OTHER THAN 
WIRING AND APPROVED ELECTRICAL BOXES 
SHALL BE INSTALLED IN PARTY WALLS.

3. PLUMBING - ALL WATER PIPING SHALL BE 
RUN IN INTERIOR WALLS AND JOIST SPACE 
BETWEEN FLOORS, NO PIPING SHALL BE 
INSTALLED IN EXTERIOR WALLS OR ATTIC 
SPACE, INCLUDING FIRE SPRINKLER PIPING.

4. 5/8" TYPE "X" GYP BD SHALL BE 
CONTINUOUS BEHIND TUB/SHOWER UNITS AT 
RATED WALLS, SEE DETAIL 4/A511.

5. GRID LINES AT PARTY WALLS ARE 
CENTERLINE OF WALL.  GRID LINES AT 
EXTERIOR WALLS ARE FACE OF STUDS 
UNLESS NOTED OTHERWISE.

6. SEE SHEETS A401 THRU A405 FOR UNIT 
PLANS AND OPTIONAL LAYOUT 
COORDINATION.
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BUILDING PLAN NOTES
1. SEE UNIT PLANS AND EXTERIOR ELEVATIONS 

FOR ADDITIONAL WINDOW AND DOOR SIZES, 
WALL TYPES, CALLOUTS AND ADDITIONAL 
INFORMATION

2. PARTY WALLS - NO PIPING, DUCTS, WASHER 
BOXES, OR OTHER ITEMS OTHER THAN 
WIRING AND APPROVED ELECTRICAL BOXES 
SHALL BE INSTALLED IN PARTY WALLS.

3. PLUMBING - ALL WATER PIPING SHALL BE 
RUN IN INTERIOR WALLS AND JOIST SPACE 
BETWEEN FLOORS, NO PIPING SHALL BE 
INSTALLED IN EXTERIOR WALLS OR ATTIC 
SPACE, INCLUDING FIRE SPRINKLER PIPING.

4. 5/8" TYPE "X" GYP BD SHALL BE 
CONTINUOUS BEHIND TUB/SHOWER UNITS AT 
RATED WALLS, SEE DETAIL 4/A511.

5. GRID LINES AT PARTY WALLS ARE 
CENTERLINE OF WALL.  GRID LINES AT 
EXTERIOR WALLS ARE FACE OF STUDS 
UNLESS NOTED OTHERWISE.
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